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B.1

B.2

PART | - THE SCHEDULE
SUPPLIES OR SERVICES AND PRICES/COSTS

ITEMS BEING ACQUIRED/TOTAL PRICE

The Contractor shall furnish all personnel, facilities, equipment, material, supplies, and services
(except as may be expressly set forth in this contract as furnished by the Government) and
otherwise do all things necessary for, or incident to, performance of the following items of work:

@

(b)

BASE CONTRACT

Item 1 - Provide energy savings performance contracting (ESPC) services for federally-
owned facilities located in the United States, its Territories, and internationally.

The services shall be provided in accordance with the Statement of Work (Section C) and
the other provisions of the contract. Definitions of applicable terms are provided at
Attachment 1.

(NOTE: Reporting requirements will be established by the ordering agency in each delivery

order. There are no reporting requirements at the contract level. Attachment 4 to this
contract provides a Sample Reporting Requirements Checklist for Delivery Orders.

THE TOTAL MAXIMUM CONTRACT VALUE, INCLUDING THE OPTION SPECIFIED IN
B.1(b) BELOW, INCLUSIVE OF CONTRACTS ISSUED TO ALL AWARDEES RESULTING
FROM DOE SOLICITATION NO. DE-RP26-01NT40626, IS

$200,000,000
THE MINIMUM TOTAL ORDER(S) VALUE FOR THIS SPECIFIC IDIQ CONTRACT IS:

$1,000

OPTION

Item 2 - Provide energy savings performance contracting (ESPC) services for federally-
owned facilities located in the United States, its Territories, and internationally.

The services shall be provided in accordance with the Statement of Work (Section C) and
the other provisions of the contract. Definitions of applicable terms are provided at
Attachment 1.

(NOTE: Reporting requirements will be established by the ordering agency in each delivery
order. There are no reporting requirements at the contract level. Attachment 4 to this
contract provides a Sample Reporting Requirements Checklist for Delivery Orders.

OPTION TO EXTEND THE TERM OF THE CONTRACT

@

(b)

The Government may unilaterally issue a contract modification to extend the term of this
contract within thirty (30) calendar days before this contract is due to expire; provided that
the Government gives the Contractor a preliminary written notice of its intent to extend at
least sixty (60) calendar days before the contract expires.

If the Government excercises this option, the extended contract shall be considered to
include this option provision.



B.3

B4 ORDERING

B.5

(©

The total duration of this contract, including the exercise of any options under this clause,
shall not exceed ten (10) years.

52.216-22 INDEFINITE QUANTITY (OCT 1995)

@

(b)

(©

(d)

CY

(b)

(©)

(d)

This is an Indefinite Delivery Indefinite Quantity (IDIQ) contract for the supplies or services
specified, and effective for the period stated in the Schedule. The quantities of supplies
and services specified in the Schedule are estimates only and are not purchased by this
contract.

Delivery or performance shall be made only as authorized by orders issued in accordance
with the Ordering clause. The Contractor shall furnish to the Government, when and if
ordered, the supplies or services specified in the Schedule up to and including the quantity
designated in the Schedule as the "maximum". The Government shall order at least the
quantity of supplies or services designated in the Schedule as the "minimum”.

Except for any limitations on quantities in the Order Limitations clause or in the Schedule,

there is no limit on the number of orders that may be issued. The Government may issue
orders requiring delivery to multiple destinations or performance at multiple locations.

Any order issued during the effective period of this contract and not completed within that
period shall be completed by the Contractor within the time specified in the order. The
contract shall govern the Contractor's and Government's rights and obligations with respect
to that order to the same extent as if the order were completed during the contract's
effective period.

Any services to be furnished under this contract shall be ordered by issuance of delivery
orders by an authorized Contracting Officer for a United States federal agency. Agency
Contracting Officers shall submit draft delivery order requests for proposal (DO RFPs) and
delivery orders, prior to issuance, to the DOE Contracting Officer for this contract to obtain
his/her review and concurrence, unless or until otherwise indicated/rescinded by a DOE
Contracting Officer letter to the Agency Contracting Officer.

Such orders may be issued beginning on the date of contract award through October 01,
2003. If statutory authority for this program is extended beyond October 01, 2003, the
Government may, in its discretion, extend the ordering period through the date of the
extension.

All delivery orders are subject to the terms and conditions of this contract. Inthe event of a

conflict between a delivery order and this contract, the contract provisions shall take
precedence, except where the contract specifically allows the delivery order to take
precedence.

If mailed, a delivery order is considered "issued" when the Government deposits the order
in the mail. All delivery orders shall be in writing, and duly signed by an authorized
Contracting Officer of a United States federal agency.

52.216-19 ORDER LIMITATIONS (OCT 1995)

CY

(b)

Minimum order. When the Government requires supplies or services covered by this
contract in an amount of less than $10,000 the Government is not obligated to purchase,
nor is the Contractor obligated to furnish, those supplies or services under the contract.
Maximum order. The Contractor is not obligated to honor--

(1) Any order for a single item in excess of $20,000,000;

8



B.6

(©)

(d)

(2) Any order for a combination of items in excess of $20,000,000; or

(3) A series of orders from the same ordering office within 30days that together call for
guantities exceeding the limitation in subparagraph (b)(1) or (2) of this section.

If this is a requirements contract (i.e., includes the Requirements clause at subsection
52.216-21 of the Federal Acquisition Regulation (FAR)), the Government is not required to
order a part of any one requirement from the Contractor if that requirement exceeds the
maximum-order limitations in paragraph (b) of this section.

Notwithstanding paragraphs (b) and (c) of this section, the Contractor shall honor any order
exceeding the maximum order limitations in paragraph (b), unless that order (or orders) is
returned to the ordering office within 7 days after issuance, with written notice stating the
Contractor's intent not to ship the item (or items) called for and the reasons. Upon receiving
this notice, the Government may acquire the supplies or services from another source.

NEGOTIATED CONTRACT B SCHEDULES

The contract includes these negotiated schedules, the information in which shall be binding on the
Contractor throughout the period of performance (overall term) of the contract. These schedules
apply to all delivery orders issued against the contract. Following are the titles of each of these
contract B schedules. They are made a part of this contract, in Part lll, Section J, Attachment 2.

SCHEDULE B-1 IDIQ Contract Maximum Markups

This Schedule provides the negotiated maximum markup percentages applicable to both
the direct costs of ECMs by technology category identified in Section C.2 and included

in the Schedule DO-2 for a project proposal, and to the performance period expenses
identified on the Schedule DO-3 for the proposal. These markups shall include all
proposed indirect cost elements and profit. The indirect elements of expense in the
markups include such things as overhead, general and administrative expense, general
program marketing and management, etc. Any project expenses that are not directly the
result of the development and implementation of an individual project are included in the
markups, and they shall not include any direct expenses. The Contractor shall identify the
elements of indirect expense included in the proposed markup for a specific delivery order
project.

SCHEDULE B-2 IDIQ Contract Maximum Added Premiums

This Schedule provides the negotiated maximum added premiums, as the number of basis
points (basis point =1/100 percentage points), that may be applied to the accepted
applicable financial index used for a specific delivery order project to finance the project's
investment amount. (The negotiated added premium plus the accepted applicable financial
index equal the project's finance rate.) Per the schedule, the maximum added premiums
are based on both the project term and total investment amount financed for the project.
The Contractor shall provide evidence to the Agency Contracting Officer of the
reasonableness of the added premium proposed for a specific delivery order project within
the maximums allowed.



C1l

C2

SECTION C - DESCRIPTION / SPECIFICATIONS / STATEMENT OF WORK

GENERAL REQUIREMENTS / PROJECT SCOPE

The purpose of this contract is to acquire energy management services to reduce energy
consumption and/or energy costs (including related operations and maintenance costs) by utilizing
a biomass or alternate methane fuel (hereafter known as BAMF systems) and to implement other
energy conservation measures (ECMs) as specified in each delivery order issued against this
contract. The Contractor shall provide all labor, material, and capital to install the BAMFsystem

and other ECMs. The contractor shall also provide operations and maintenance as specified in
each delivery order. The scope of this contract includes all Federally-owned facilities located in the
United States, U.S. Territories, and internationally, unless otherwise restricted by each delivery
order. The energy cost savings provided by a delivery order project against this contract shall be
verified annually.

The Contract requires the Contractor to assume all of the up-front costs for the design and
installation of delivery order projects at a Federally-owned facility and guarantee the government a
certain reduction in energy and operations and maintenance costs throughout the project's life. The
Contractor is repaid using a portion of these cost savings. Title to and ownership of equipment
will be specified in each delivery order issued under this contract.

Delivery orders against this contract may be issued by any authorized Contracting Officer for a
federal agency in accordance with the Ordering clause at Section B.4(a)

Specific projects shall be defined by the ordering agency contracting office in a Delivery Order
Request for Proposal (DO RFP) format developed by DOE or in a comparable format developed by
the ordering agency.

TYPES OF DELIVERY ORDER PROJECTS

C.21  Types of BAMF Projects

This contract and its delivery orders provide for systems that reduce energy costs and/or
energy consumption at Federal facilities by utilizing biomass or alternate methane fuel
(BAMF) systems in a variety of applications such as steam boilers, hot-water heaters,
engines, turbines and vehicle fueling stations. BAMF projects may modify or replace
existing equipment so that a Federally-owned facility can supplant or supplement their
conventional fuel supply with a biomass or alternate methane fuel. BAMF projects may
also install equipment that uses these fuels to accomplish something new at a
Federally-owned facility, such as on-site power generation. The BAMF end-use equipment
must be located at a Federally-owned facility.

Biomass fuels include any organic matter that is available on a renewable or recurring
basis (excluding old-growth timber), such as dedicated energy crops and trees, agricultural
food and feed crop residues, aquatic plants, wood and wood residues, animal wastes, and
other waste materials. Alternate methane fuels include landfill methane, wastewater
treatment digester gas and coalbed methane. Projects may co-fire a hiomass or
alternative methane fuel with other opportunity fuels or a conventional fossil fuel.

If electricity is generated by the BAMF system, the contractor may sell part or all of the
electricity to a third party, such as a utility. The contractor is encouraged to market the
BAMF electricity as premium green power. Revenues generated by the sale of the BAMF
generated electricity shall be reflected in the delivery order price schedule. The contractor
shall fully disclose all such electricity sales as part of their Measurement and Verification
of Performance.

The BAMF resource may be owned by the Federal government, the Contractor, or a third
party and may require transport to the end-use equipment, which must be located on

10



Federal property. Unless specified otherwise in an individual delivery order, any equipment,
systems or operations located off government property are outside the project scope.

a. Projects Utilizing a BAMF Resource not Owned by the Government

If the BAMF resource is not owned by the Federal government, provisions for
delivery of the fuel to the Federally-owned facility shall be specified in delivery
orders issued against the contract. Any equipment, systems or operations
required to acquire, produce, process or transport the BAMF, unless they are
located on government property, shall be outside the scope of the delivery order. If
a delivery order provides for the sale of a BAMF to a Federally-owned facility, its
price is expected to be linked over the term of the agreement to an appropriate
independent fuel price index, such as Inside FERC, such that, compared to the
chosen fuel price index, fuel cost savings can be demonstrated on an efficiency-
adjusted, equivalent-BTU basis. At the end of a delivery order fuel purchase
agreement, the government shall have the right of first refusal for the continued
purchase of the fuel under a separate contract at a renegotiated price.

b. Projects Requiring BAMF Transport Across Property not Owned by the
Government

If delivery of the BAMF resource to the Federal facility requires its transport across
property not owned by the government, the government shall designate a point on
government property to which the BAMF must be delivered, such as a pipeline
flange or fuel storage bin. Should a pipeline be necessary to transport fuel across
property not owned by the Government, the Contractor shall be responsible for its
installation, operation and disposal from the BAMF resource to a flange located on
government property. Any equipment, systems or operations upstream of this
delivery flange, are outside of the project scope.

C.2.2 Types of Energy Conservation Measures

Although a BAMF system must be a primary component of any delivery order under this
contract, all delivery orders are also expected to employ a variety of other ECMs, such as
those outlined below, to reduce the consumption and/or cost of energy and operations and
maintenance costs. Therefore, the contractor shall either possess the capability to
implement these additional ECMs, or demonstrate that he can obtain the necessary
expertise to implement the ECMs listed below via subcontracting or teaming.

a. Boiler Improvements, such as, but not limited to
. boiler retrofits or replacements
. boiler control improvements
. modifications to allow fuel switching
b. Chiller Improvements, such as, but not limited to
. chiller retrofits or replacements
. chiller control improvements
C. Building Automation Systems (BAS) / Energy Management Control Systems
(EMCS) Improvements, such as, but not limited to
. HVAC upgrade from pneumatics to Direct Digital Control (DDC)
. Upgrade or replace existing EMCS system
d. Heating, Ventilating, and Air Conditioning (HVAC) Improvements such as, but not
limited to
. packaged air conditioning unit replacements
. HVAC damper and controller repair or replacement
. air conditioning and heating unit replacement with heat pumps
. window air conditioning replacement with high efficiency units
. cooling tower retrofits or replacements
. economizer installation

11
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0.

. fans and pump replacement or impeller trimming
. thermal energy storage
. variable air volume (VAV) retrofit

Lighting Improvements, such as, but not limited to

. interior and exterior lighting replacements

. lighting control improvements

. occupancy sensors

. LED exit sign installation

. day lighting

Building Envelope Improvements, such as, but not limited to
. insulation installation

. weatherization

. window replacement

. reflective solar window tinting

Improvements of Chilled Water and Chilled Water Piping Systems, Hot Water and
Steam Distribution Systems, such as, but not limited to

. insulation installation
. replacement of electric hot water heaters
. steam trap maintenance and replacement

Electric Motor and Drive Improvements, such as, but not limited to
. motor replacement with high efficiency motors
. application of variable speed motors or drives

Refrigeration System Improvements, such as, but not limited to
. replace ice/refrigeration equipment with high efficiency units
. absorption refrigeration

Power or Combined Heat and Power (Cogeneration) Systems

Renewable Energy Systems, such as, but not limited to

. photovoltaic system installation

. solar hot water system installation
. wind energy system installation

. passive solar heating

. vehicle fueling stations

Electric Distribution System Improvements, such as, but not limited to
. transformers

. power quality upgrades
. power factor correction

Water and Sewage Systems

Rate Reduction and Auditing Services, such as, but not limited to
. energy service billing and meter auditing
. switching of rates or energy suppliers

Biomass and Alternate Methane Fuels (BAMF) Systems

Restrictions on Delivery Order Projects

Delivery order projects installed by the contractor shall not do the following:

1. violate any Federal, State, or local environmental protection regulations;

2. degrade performance or reliability of existing Government equipment;

12
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3. jeopardize the operation or environmental conditions of existing systems
or areas such as dedicated computers or computer rooms;

4. reduce extra capacity that was intentionally included for future growth,
mobilization needs, safety, or emergency back-up;

5. violate current versions of national (i.e., National Electric Code, Uniform
Building Code, National Historic Preservation Act, etc.), State or local
building codes;

6. create unsafe conditions or otherwise negatively impact government
facilities, operations, and/or personnel.

There are other restrictions specified throughout the contract including section C.3.
Requirements for Delivery Order Projects

Projects shall comply with contract requirements and the requirements of each delivery
order. Such requirements include Government approved contractor submittals, equipment
design and installation specifications, compliance with codes and standards, design
drawings, installation schedules, startup and testing procedures, and operating and
maintenance procedures.

C.3 FACILITY PERFORMANCE REQUIREMENTS OF DELIVERY ORDER PROJECTS

C4

Installed projects shall meet the performance requirements specified below unless stated otherwise
in a specific delivery order:

Cil

C3.2

Environmental & Lighting Conditions: Modifications to facility systems and environmental
control systems shall not be permitted to exceed the ranges for Standards of Service
specified in a specific delivery order. Where automated control of environmental conditions
are to be installed, the occupants must have the ability to override the system to
accommodate required overtime work.

Standards of Service: Installed projects shall comply with the Standards of Service required
for facilities as specified in each delivery order. The standards of service will include
acceptable ranges, of operating and system parameters, and other related factors.
Capacity of the power system to provide for the load shall be at least as great or greater
than that of the existing system. Notwithstanding the previous sentence, the contractor
shall add soft motor starts and other technologies for minimizing the peak demand of the
load and the size of the power conditioning equipment needed to meet the load.

MEASUREMENT AND VERIFICATION OF PERFORMANCE OF DELIVERY ORDER PROJECTS

This section provides an overview of the different measurement and verification (M&V) procedures
and options that the contractor may be required to follow at different Federal facilities where they
install delivery order projects. Each delivery order awarded shall specify the specific M&V
requirements and procedures that shall apply, based on various factors such as the types of
proposed projects, projected value of energy savings, certainty/uncertainty of savings being
achieved, and the intended risk allocation between the Federal agency and the contractor.

The contractor shall comply with the version of the DOE/Federal Energy Management Program
(FEMP) M&V Guidelines for Federal Energy Projects in effect at the time of delivery order award.

c4.l

M&V General Approach
Measurement and verification (M&V) of projects has two components:

a. Confirming that (a) the baseline conditions were accurately defined and; (b) the
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proper equipment/systems were installed and they have the potential to generate
the predicted savings. This confirmation verifies the performance potential of the
delivery order projects.

b. Determining the actual energy savings achieved by the installed delivery order
projects, which verifies their performance.

The general approach to verifying baseline and post-installation conditions involves
inspections, spot measurement tests, renormalized computer models, short and long term
monitoring, and/or commissioning activities.

The general approach to determining energy savings involves comparing energy use
associated with a facility, or certain systems within a facility, before and after installation of
the delivery order projects. The before case is called the baseline. The after installation
case is called the post-installation case. Therefore,

Energy savings = baseline energy use - post installation energy use

As the ESPC program is based on "pay for performance," each delivery order has a site-
specific verification plan to determine the achieved savings. For each site, the projected
baseline and post installation energy use are defined using a combination of metering,
billing analysis and/or engineering calculations, and/or long term monitoring of performance
or short term monitoring used to calibrate a performance model. The M&V program may
range from stipulation of savings based on engineering calculations to very detailed
monitoring, depending on the needs of the agency specified in each delivery order. In
addition, values for certain factors affecting energy use and savings that are beyond the
control of the contractor may be stipulated by the federal agency.

After each project is installed, the contractor shall submit a report that defines projected
energy and other dollar savings for the first year. Typically, first year payments to the
contractor will be based on the projected savings values submitted in the report. The post
installation report must be accepted and approved by the federal agency.

For the remaining years of the delivery order term, the contractor provides annual (or at
some other regular interval) "true-up"” reports. These reports include inspection
documentation of the installed equipment/systems and (perhaps) updated savings values
using data obtained and analyzed during each year of the delivery order. As necessary,
previous year's payments would be reconciled based on the results of the annual report.
Future year's payments would be calculated based on information in the annual report.

c4.2 Baseline Energy Use

Baseline conditions may be defined in the delivery orders by either the federal agency or
the contractor. If the baseline is defined by the federal agency, then the contractor will
have the opportunity to verify the baseline. If the baseline is defined by the contractor then
the federal agency will verify the baseline.

C.43 Post Installation Energy Use - Initial Verification

Post installation energy use will be based, in part, on verification by the contractor and the
Federal agency that the proper equipment/systems were installed, are operating correctly,
and have the potential to generate the predicted savings. Verification methods may include
visual inspections, spot or short-term metering, and engineering calculations.

System/equipment commissioning shall be completed by the contractor.

C.44  Post-Installation Energy Use - Determining Energy Savings Performance and
Regular Interval Verification

The contractor and federal agency, at defined intervals during the term of the delivery order,
will verify that the installed equipment/systems have been properly maintained, continue to
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operate correctly, and continue to have the potential to generate the predicted savings.

There are numerous factors that can affect energy savings during the term of a delivery
order, such as weather, operating hours, etc. In general, but not always, an ESPC delivery
order objective will be to adjust the baseline energy use up or down for factors beyond the
control of the contractor (e.g., building occupancy, weather) and adjust the post installation
energy use for contractor-controlled factors (e.g., maintenance of equipment efficiency).

Therefore, in order to calculate energy savings, the federal agency may, under certain
circumstances, stipulate the value of factors that may vary during the term of the delivery
order. For example, the number of hours that lights are on could be assumed.

For other projects, continuous or regular interval measurements may be collected
throughout the term of the delivery order to determine energy savings and\or production.

Energy cost savings associated with the use of the BAMF and/or BAMF derived electricity
shall be demonstrated on an efficiency-adjusted, equivalent-Btu basis using an
independent fuel price index, such as Inside FERC. Revenues from the sale of the BAMF
on-site power generation to third parties shall be reported and credited according to the
terms and conditions of the delivery order.

C45 M&V Option and Method Required for Specific Project

Each delivery order shall specify the M&V option(s) and method(s) that will be used for the

project(s) covered by the delivery order as well as any other specific details relevant to the
M&V of the projects(s) or other ECMs.

C46  M&V Activities
The contractor shall perform the following required M&V activities:

a. Define a site-specific plan for the particular project being installed once the
project has been fully defined and the detailed energy survey is
completed; this will occur before the delivery order is awarded and the plan
will be incorporated into the delivery order.

b. Define pre-installation baseline, including: (1) equipment/systems; (2)
baseline energy use, including the methods used to determine it, such as
site surveys, spot (short- or long-term) metering, and/or analysis of billing
data; and (3) system performance factors (e.g., temperature set points,
time clock settings, etc.).

The definition of pre-installation baseline may occur before or after the
delivery order is awarded.

C. Define post installation baseline, including (1) equipment/systems and (2)
post installation energy use, including the methods used to determine it,
such as site surveys or spot (short- or long-term) metering, analysis of
billing data, and/or engineering calculations.

d. Conduct annual M&V activities to verify operation of the installed
equipment/systems and/or calculation of current year's energy savings.

C5 INSTALLATION REQUIREMENTS FOR DELIVERY ORDER PROJECTS
C5.1  Delivery Order Projects Installation Plan
a. The contractor shall prepare and submit a delivery order Projects Installation Plan
to the Federal agency for review and approval prior to starting project installation in

accordance with the Reporting Requirements Checklist. The Projects Installation
Plan may be required to be certified by a registered engineer to assure compliance
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with applicable building codes and Federal agency design standards. The delivery
order will specify site specific requirements for the Projects Installation Plans. The
contractor is responsible for the technical adequacy of its work. Acceptance of

the Projects Installation Plan by the Government shall not relieve the contractor of
the requirement for adequacy of its design and installation work.

The Projects Installation Plan due date will be specified in the delivery order. Upon
approval of the installation plan, bonds will be required in accordance with Section

H.30.

The Projects Installation Plan shall be prepared and include, at least the following,
unless otherwise specified in the delivery order:

1.

Manufacturer's Data. For all equipment to be installed the contractor shall
provide the manufacturer's descriptive literature of equipment including
drawings, diagrams, performance and characteristic curves, and catalog
cuts.

Construction Drawings. Construction drawings shall be prepared by the
contractor, subcontractor, or any lower-tier subcontractor showing in
detail:

L The installation (i.e., form, fit, and attachment details) of the
interface between installed equipment and existing Government
equipment, including structural attachments to the building and air
handling equipment.

The location of installed equipment on building floor plans.

Certification of delivery order project compliance with Building
Codes and Standards. The Contractor shall provide registered
engineer certification that projects comply with all applicable
building codes and standards. The Projects Installation Plan
submitted to the Contracting Officer without evidence of the
professional engineer (PE) certification required to demonstrate
compliance with applicable building codes, may be returned for
resubmission.

Planned Service Interruptions. If any utility services must be discontinued
temporarily to install work, such interruptions shall be described and
indicated on the project installation schedule (see subparagraph 6 below).
The description shall include the length of the interruption, its time (date,
day of week, time of day, etc.), and a justification.

Site Plan and Compliance with Base Exterior Architectural Plan. If a
delivery order project involves the installation of facilities or exterior
structures, the contractor shall provide a site plan showing its location.
The Contractor shall also provide a plan and elevation drawings of the
facility or exterior structure showing its size and exterior appearance.

Acaquisition of Permits. For any project installation requiring permits from
regulatory agencies (e.g., hot-work permit for welding), the contractor shall
provide its plan and schedule for acquiring such permits.

Installation Schedules. The installation schedule shall show the order in
which the contractor proposes to perform the work and the dates on which
the contractor contemplates starting and completing all major milestones
(including acquiring materials, equipment, permits). The schedule shall be
in a form of a progress chart of suitable scale to indicate the amount of
work scheduled for completion by any given date during the installation
period.
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7. One line electrical diagrams

8. Bill of materials

C52 Design and Construction Standards

a.

Each delivery order issued will specify design and construction applicable to site
or agency specific facility requirements. As a minimum, all work, equipment and
materials required for delivery order project installation shall comply with the most
recent issue of the following standards:

National Electric Code (NEC).

National Electrical Safety Code (NESC).

National Fire Protection Association (NFPA) Standards including, but not
limited to NFPA 101 - Life Safety Code.

U.S. Department of Labor - Occupational Safety and Health Administration
(OSHA) Standards.

National Electrical Manufacturers Association (NEMA).

Underwriters Laboratory (UL).

American Institute of Architects (AIA) Masterspec

National Historic Preservation Act, as applicable

Air Conditioning and Refrigeration Institute (ARI) Standards

American Society of Heating, Refrigeration and Air-Conditioning Engineers
(ASHRAE) Standards

Illuminating Engineering Society of North American (IES) Standards
Uniform Building Code (UBC)

Uniform Plumbing Code (UPC)

Other design standards required by the Federal Agency issuing the
Delivery Order.

No requirement of this solicitation shall supersede applicable regulations, local
codes and/or standards. Any violation of such regulations and standards shall be
brought to the attention of the Agency Contracting Officer for clarification prior to
proceeding with the work.

If conflicts between codes and/or standards exist, the Agency Contracting Officer

and applicable authority having jurisdiction shall determine the appropriate code to
follow.

C.5.3 Delivery Order Project Quality Control Inspection Program

a.

The contractor shall be responsible for quality control during installation of delivery
order projects. The contractor shall inspect and test all work performed during
project installation to ensure compliance with the delivery order's performance
requirements. The contractor shall maintain records of inspections and tests,
including inspections and tests conducted by or for utility or other regulatory
agencies. The Contractor shall prepare a Quality Control Inspection Program for
review and acceptance by the Government. The Delivery Order Projects Quality
Control Inspection Program shall be prepared and submitted with the Projects
Installation Plan in accordance with requirements set forth in each delivery order.

The Quality Control Inspection Program shall detail the procedures,
instructions, and reports that ensure compliance with the delivery order
and this indefinite quantity contract. This plan shall include as a
minimum:

1. The quality control organization, in chart form, showing the relationship of
the quality control organization to the contractor's organization.
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C54

C55

2. Names and qualifications of personnel in the quality control organization.

3. Area of responsibility and authority of each individual in the quality control
organization.

4. A listing of outside organizations, such as testing laboratories, architects,
and consulting engineers that will be employed by the Contractor, and a
description of the services these firms will provide.

5. Procedures for reviewing all shop drawings, samples, certificates, or other
submittals for delivery order compliance, including the name of the
person(s) authorized to sign the submittals for the Contractor, as
complying with the delivery order requirements.

6. An inspection schedule, keyed to the installation schedule, indicating
necessary inspections and tests, the names of persons responsible for
the inspections and tests, and the time schedule for each inspection and
test.

7. The procedures for documenting quality control operations, inspection,
and testing, with a copy of all forms and reports to be used for this
purpose. The Contractor shall include a status log listing all submittals
required by the inspection plan and stating the action required by the
Contractor or the Government. The Contractor shall also prepare and
maintain a testing plan that shall contain a listing of all tests required by
the delivery order requirements.

Environmental Protection

Impacts on air quality (pollutants, noise level, and odors or fumes) and potable water

quality and use are examples of various areas of concern at the project site. The delivery
order will identify specific known hazardous waste handling and storage requirements.

The contractor shall comply with applicable Federal, state and local laws and with the
applicable regulations and standards regarding environmental protection. All regulatory
environmental protection matters shall be coordinated with the Agency Contract Officer or
designee. Authorized Government officials may inspect any of the contractor's work areas
on a notice basis during normal working hours. The contractor shall comply with the
instructions of the cognizant Federal agencies' safety and health personnel to avoid
conditions that create a nuisance or which may be hazardous to the health of Government
or civilian personnel.

The contractor shall prepare at its expense all documentation necessary to acquire permits
to comply with all applicable Federal, state and local requirements prior to implementing
affected projects in the performance of a delivery order. The contractor shall not receive a
notice to proceed with installation until all environmental protection requirements contained
in the IDIQ contract and a delivery order have been satisfied.

The contractor shall comply with 40 Code of Federal Regulations (CFR) Section 311, and

with the requirements of the latest edition of the applicable Federal agency's Spill
Prevention Control and Countermeasures Plan as required by a delivery order.

The contractor shall indemnify and hold the Government harmless from any and all
environmental liability, including fines and penalties, resulting from the contractors fault or
negligence in performing work under the contract.

Service Interruptions

a. For any planned utility service interruptions, the Contractor shall furnish a request

to the Agency Contracting Officer's designated representative for approval at least
fifteen (15) working days in advance or as specified in the delivery order. The
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C56

request shall identify the affected buildings and duration of planned outage.

b. The Government will coordinate with affected tenants and customers as applicable.

C. If the discontinued service is due to any emergency breakdown, the Contractor

shall notify the Agency Contracting Officer's designated representative as soon as
possible and the Government will notify those affected tenants and customers as
applicable.

d. Federal agencies may have additional requirements that apply to specific delivery
orders. These additional requirements may include liquidated damages for

violations of service interruption provisions as specified in each particular delivery
order.

As-Built Drawings

After completion of installation and Government acceptance of installed delivery order
projects, the Contractor shall submit as-built drawings to the Agency Contracting Officer or

designated representative in accordance with agency standards or specifications identified
in the delivery order.

OPERATION OF DELIVERY ORDER PROJECTS

Cc61l

C6.2

C63

Contractor operations includes all work and costs associated with operating the energy
producing and consuming systems of delivery order projects. The operations work effort
shall include operations tasks at specific stations, continuous or periodic equipment
monitoring, and minor on-line equipment adjustments required to achieve all facility and
project performance requirements of this contract. In general, projects shall be installed
with automatic operation to minimize the requirement for manual operation.

Unless specified otherwise in the delivery order, the Contractor shall be responsible for
operation of all delivery order projects, including all contractor installed equipment and
those portions of Government equipment which have been modified or replaced to achieve
proposed project performance. Examples of exceptions that may be specified in a delivery
order are:

a. If the new operations work requirement for Contractor installed projects is
similar to an existing operations work requirement for Government-owned
equipment and does not have an impact on Government resources, the
Contractor may request the Government in its proposed project to perform
operations work on Contractor-installed equipment. The Government
reserves the right not to accept operations work on installed delivery order
projects.

b. The Contractor finds it advantageous and proposes to assume
responsibility for an operation of Government equipment to ensure that a
delivery order project will be implemented properly to reduce energy
consumption. Any operations work provided by the contractor on
Government-owned equipment shall be at the Contractor's expense.

C. The Government currently utilizes bargaining unit employees, contracted
services, or in-house labor and considers it advantageous to retain
operations responsibility of the installed delivery order project.

When the implementation of a delivery order project results in a change in an existing
operation's work affecting Government or Contractor equipment, the Contractor shall
prepare a new written operations work procedure for approval by the Government. The due
date for the operations work procedure will be specified in the delivery order. The
Contractor shall train Government personnel in the new approved operations work
procedure. The Government will permit its personnel to attend training sessions at
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C6.5

reasonable times on the specific project site's premises.

The Government will use and operate Government-owned equipment, and Contractor
equipment if Government assumes proposed operations work in C.7.2, a. below, in
accordance with operating procedures provided by the Contractor and approved by the
Agency Contracting Officer. The Contractor shall monitor equipment performance.

The Government will not move, turn off, or otherwise change any Contractor-owned
equipment without the consent of the Contractor, unless such action is in accordance with
the operation procedures provided by the Contractor; or if it is necessary in an emergency
to prevent loss of life, injury or damage to property, or severe discomfort to Government
personnel, or occupants of the facility.

MAINTENANCE OF DELIVERY ORDER PROJECTS

Cc71

C172

C73

C74

Maintenance work includes all work and costs associated with maintaining the delivery
order's specific site energy producing and consuming systems. Maintenance work
includes periodic equipment inspections, tests, calibrations, preventative maintenance
tasks, and corrective maintenance actions required to ensure systems operate as
intended.

Unless otherwise specified in the delivery order, the Contractor shall be responsible for
maintenance of all installed projects, including all Contractor installed equipment and those
portions of Government equipment that have been modified or replaced to achieve proposed
project performance. Examples of exceptions that may be specified in a delivery order are:

a. If the maintenance work is similar to an existing maintenance work requirement for
Government-owned equipment and does not impact on Government resources, the
Contractor may request the Government in its proposal to perform maintenance
work on Contractor-owned equipment. The Government reserves the right to not
accept the proposed responsibility for maintenance work on installed projects. If
the Government accepts delivery order project maintenance responsibility, the
Government reserves the right to provide the maintenance work in accordance with
its own schedule rather than a Contractor-suggested schedule.

b. The Contractor proposes to assume responsibility for maintenance on
Government-owned equipment in order to achieve proposed project performance.
The Contractor may propose to provide either total maintenance or a level of
maintenance needed to augment the existing maintenance provided by the
Government. Any maintenance work provided by the Contractor on
Government-owned systems or equipment shall be at the Contractor's expense. If
the Contractor has taken over repair as well as maintenance of Government-owned
systems or equipment as part of a delivery order, the delivery order shall include a
definition of repair responsibility.

C. The Government currently utilizes bargaining unit employees, contracted services,
or in-house labor and considers it advantageous to retain maintenance
responsibility of installed projects.

When the implementation of a delivery order project changes existing equipment
maintenance schedules, the Contractor shall prepare a new written maintenance work
procedure for approval by the Government. The due date for the maintenance work
procedure will be specified in the delivery order. The Contractor shall train Government
personnel in the new approved maintenance work procedure. The Government will permit
its personnel to attend training sessions at mutually agreed to times on the specific project
site's premises.

The Government will maintain Government-owned equipment, and Contractor equipment if
the Government assumes the proposed operations work in C.7.2, a. above, in accordance
with maintenance procedures provided by the Contractor and approved by the Agency
Contracting Officer.
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C75 The Government will not move, turn off, or otherwise change any Contractor-owned
equipment without the consent of the Contractor, unless such action is in accordance with
the maintenance procedures provided by the Contractor, or if it is necessary in an
emergency to prevent loss of life, injury or damage to property, or severe discomfort to
Government personnel, or occupants of the facility.

C8 REPAIR REQUIREMENTS FOR DELIVERY ORDER PROJECTS

C.8.1 Repair work includes all labor, material and equipment associated with the replacement or
rebuilding of facilities, systems and equipment required for delivery order project

performance, that have failed or are determined by the Government to be in a condition of
imminent failure, and/or diminished project performance.

a. Contractor-Owned Items. When Contractor-owned facilities, systems, and
equipment fail, the Contractor shall be responsible for repairs.

b. Government-Owned Items. When Government-owned facilities, systems, and
equipment fail, the Government will be responsible for repairs within a reasonable
time period. The Contractor shall provide repairs, at no expense to the
Government, if the Government-owned facilities, systems, and equipment failure is
a result of actions on the part of the Contractor. The Contractor shall make repairs
within a period of time as specified in the delivery order. If the Contractor elects to
assume repair responsibilities for Government-owned systems or equipment as
part of a project proposal, the delivery order shall include a listing of the types of
repairs that will be the Contractor's responsibility.

C9 CONTRACTOR MAINTENANCE AND REPAIR RESPONSE TIME

C.9.1 The Contractor shall establish a point of contact (hame and phone number) for use by the
Government in providing responses to Contractor equipment failures. The point of contact
shall be available as specified in the delivery order throughout the delivery order's term.
Initial telephone response to repair call messages shall be within the time frame specified
in the delivery order. If a site visit is needed to repair equipment, repair personnel shall
arrive on site within the time frame specified in the delivery order of the initial telephone
response for non-emergency repairs or within the time frame specified within the delivery
order for emergency repairs. Although normal contractor access is during the normal work
hours specified for the specific site in the delivery order, the Contractor may be granted 24-
hour per day access to the buildings for emergency work, unless otherwise restricted in
the delivery order.

C.9.2 Emergency maintenance and repair work is defined as specified in the delivery order.

C.9.3 Inthe event the Contractor fails to respond as required in the delivery order or in the event
of an emergency, the Government may perform emergency repairs to Contractor-owned
equipment. The Contractor shall hold the Government harmless in such cases where the
Contractor fails to respond in emergencies.

C.10 OPERATIONS AND MAINTENANCE MANUALS AND TRAINING FOR DELIVERY ORDER
PROJECTS

C.10.1 Operations and Maintenance Manuals

The Contractor shall furnish operation and maintenance (O&M) manuals and recommended
spare parts lists for O&M of the Contractor-installed delivery order projects and modified
Government equipment. O&M plans and spare parts lists shall be submitted per
requirements set forth in the delivery order.

C.10.2 Government Personnel Training for Delivery Order Projects

The Contractor shall provide a training program for Government personnel as specified
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ci11

C.12

C.13

C.14

below. The program shall provide instruction on operation, troubleshooting, maintenance,
and repair of delivery order projects. Training shall include both a classroom phase and a
practical application phase. The training shall be videotaped and provided to the
Government for subsequent training of new personnel. The course material shall include
the operation and maintenance plans and manuals. The program shall be conducted at the
delivery order's specified site(s) in facilities provided by the Government.

a. Emergencies: After installation completion and prior to acceptance of the project
equipment, the Contractor shall train Government personnel, at Contractor
expense, as required, in the event of emergencies, to operate, maintain, and
repair all Contractor installed equipment and those portions of Government
equipment that have been modified or replaced to achieve proposed project
performance.

b. Government Operated Equipment: After installation completion and prior to
acceptance of the project equipment, the Contractor shall train Government
personnel, at Contractor expense, to operate, maintain and repair all Contractor
installed equipment that will be operated by Government personnel, and those
portions of Government equipment that have been modified or replaced to achieve
proposed project performance that will be operated by Government personnel.

C. Contractor Operated Equipment: Ninety (90) days prior to the end of delivery
order's term, the Contractor shall train Government personnel, at Contractor
expense, to operate, maintain, and repair all Contractor installed equipment that
has been operated by Contractor personnel, and those portions of Government
equipment that have been modified or replaced to achieve proposed project
performance and have been operated by Contractor personnel.

GOVERNMENT PROJECTS

There shall be no restriction on Government projects of any kind including those that may provide
energy conservation equipment, the removal of existing energy consuming equipment, or the
addition of new energy consuming equipment for mission needs. The Government shall notify the
Contractor when Government projects are to be implemented which may impact the installation or
operations of Contractor installed delivery order projects.

AVAILABILITY OF UTILITIES

The Government will furnish water and electric current at existing outlets as may be required for the
installation work to be performed under the delivery order at no cost to the Contractor. The
Contractor at its expense and in a workmanlike manner satisfactory to the Agency Contracting
Officer shall install and maintain all necessary temporary connections and distribution lines for

each utility. Information concerning the location of existing outlets may be obtained from the

Agency Contracting Officer or the Agency Contracting Officer's designated representative. The
Contractor shall remove all the temporary connections, distribution lines, and associated equipment
upon completion of the installation work.

CONTRACTOR-FURNISHED MATERIAL

The Contractor shall provide all materials and supplies necessary to perform the work as specified
in the delivery order. Materials and supplies provided shall be of acceptable industrial grade and
quality and in compliance with any applicable industry standards (i.e., Underwriters Laboratories,
etc.). All such materials and supplies must be compatible and operate safely with existing
systems equipment.

SALVAGE
All material and equipment which was identified in the Contractor's proposal for each delivery order

project to be removed or disconnected during the installation phase shall remain the property of the
Government and shall be moved by the Contractor at its expense to a Government designated
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C.15

C.16

c.17

space for storage. The Government will identify the equipment it wants stored. Any material and
equipment not to be stored and all debris resulting from the work under a delivery order shall
become the property of the contractor and be removed from the site by the Contractor at its own
expense.

ASBESTOS AND OTHER HAZARDOUS MATERIALS

In the event a project requires removal or abatement of asbestos or other hazardous material, the
contractor shall be responsible for such removal or abatement unless otherwise agreed by the
Agency Contracting Officer.

In the event friable asbestos or other hazardous material is identified after award, the contractor
shall immediately stop work, take measures to reduce contamination and exposure and
immediately notify the Agency Contracting Officer and the building manager of the condition and its
location. If the Government determines that the condition must be addressed the Government
shall then either:

a. take such action itself, or through separate contract; or
b. modify the delivery order to authorize the contractor to take such action.

In either case identified above, the contractor shall be entitled to an equitable adjustment in the
delivery order terms to account for any delay or costs associated with the action.

DISPOSAL

Debris, rubbish and nonusable material resulting from the work shall be removed from Government
property by the Contractor at contractor expense, as indicated below:

C.16.1 Hazardous Material Handling and Disposal

Hazardous wastes resulting from contractor-owned material and equipment must be
disposed of in accordance with the Resource Conservation and Recovery Act (RCRA) and
all applicable Federal, state and local regulations. All shipping manifests for hazardous
waste must be signed and managed by the hazardous waste generator in accordance with
RCRA requirements. Copies of the waste manifests shall be archived for a period of no
less than 5 years. Upon request, copies of these manifests shall be provided to authorized
Federal personnel for the project site. The hazardous waste generator will be required to
have an EPA identification number according to RCRA requirements. The Agency
Contract Officer or designee shall be contacted immediately if there are irregularities with
the treatment, storage, treatment, and disposal of hazardous wastes, including waste
manifest documentation. The delivery order may provide additional site specific
requirements.

C.16.2 PCB Handling and Disposal

If PCB ballasts exist at the site covered by a delivery order, then the delivery order shall
contain the necessary provisions addressing PCB recycling and/or disposal requirements
to comply with applicable state and local regulations. The delivery order will provide
additional site specific PCB handling and disposal requirements, if applicable.

SAFETY REQUIREMENTS

All work shall be conducted in a safe manner and shall comply with the requirements in the Army
Corps of Engineers Safety Manual and the Accident Prevention clause in Section | of this contract
(FAR 52.236-13). The Government will not provide safety equipment to the Contractor. Additional
safety requirements may be included in delivery orders based on individual Federal agency
implementing regulations, and/or specific requirements of the delivery order projects.
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Other specific requirements relative to safety are as follows:

a. Prior to commencing work, the Contractor shall meet with the Agency Contracting Officer
and the Agency COR to agree upon administration of the safety program.

b. The Contractor's workplace may be inspected periodically for OSHA violations. Abatement
of violations shall be the responsibility of the Contractor and/or the Government as
determined by the Contracting Officer. The Contractor will provide assistance to the
Government representative and Federal or state OSHA inspector if a complaint is filed.
Any fines levied on the Contractor by Federal or state OSHA offices due to safety/health
violations (where and when applicable) will be paid promptly by the Contractor.

C. In accordance with the Accident Prevention clause in Section | referenced above, the
Contractor shall report to the Contracting Officer all accidents within twenty-four (24) hours
of their occurrence.

d. In accordance with the Accident Prevention clause in Section I, the Contractor shall submit
to the Agency Contracting Officer a full report of damage to Government property and
equipment by contractor's employees or contractor's subcontractors, at any tier. All
damage reports shall be submitted to the Agency Contracting Officer within twenty-four
(24) hours of the occurrence.

e. The contractor shall be solely responsible for initiating, maintaining, and supervising all
safety provisions, precautions and programs in the course of the performance of this
contract. The contractor shall take adequate steps and precautions, and provide adequate
protection, to prevent damage, injury, or loss to: (1) both Government or contractor
personnel involved in the performance of the work under this contract, and to other persons
who may be affected thereby; (2) materials and equipment to be installed, whether in
storage on or off the project site, under the care, custody or control of the contractor or
lower tier subcontractors; and (3) other property that may be present at the job site and
adjoining areas. The contractor shall erect and maintain, as required by existing
conditions and performance of this contract, adequate safeguards for safety and protection,
including providing adequate lighting and ventilation, posting of danger signals and other
warning signs against hazards, adhering to safety regulations, and notifying the Agency
COR and other contractors at or near the project site and adjacent sites of any hazards.

C.18 GOVERNMENT FURNISHED PROPERTY AND CONTRACTOR FURNISHED MATERIAL

The Contractor shall provide all materials and supplies necessary to perform the work as specified in the
delivery order. Materials and supplies provided shall be of acceptable industrial grade and quality and in
compliance with any applicable standards (see Section C.5.2). All such materials and supplies must be
compatible, and operate safely within design parameters of existing systems equipment.
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As an ESPC contract presumes that all property will be furnished by the Contractor, a provision in a delivery
order issued against this contract for specified Government Furnished Property for performance of this
contract is not expected to normally occur. However, should Government Furnished Property be required or
considered appropriate for a delivery order award, it would be designated and identified at this numbered
provision in the delivery order request for proposal for the delivery order project.
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SECTION D - PACKAGING AND MARKING

D1 RESPONSIBILITY

The contractor, at the contractor’s expense, shall be responsible for acquiring, shipping, marking,
packaging, storing, and installing (and maintaining if indicated in the delivery order) all supplies,
equipment, and materials required to implement delivery order projects.

D.2 PACKAGING

Preservation, packaging, and packing for shipment or mailing of all deliverables shall be in
accordance with good commercial practice and adequate to insure acceptance by common carrier
and safe transportation at the most economical rates.

D.3 MARKING

(a) Each package, report or other deliverable shall be accompanied by a letter or other
document which:

Q) Identifies the contract by number, as well as the specific delivery order if
applicable, under which the item is being delivered;

2) Identifies the deliverable ltem Number or Report Requirement which requires the
delivered item(s); and

) Indicates whether the contractor considers the delivered item to be a partial or full
satisfaction of the requirement.

(b) For any package, report or other deliverable being delivered to a party other than the Contracting
Officer (either the DOE Contracting Officer for this contract or the Agency Contracting Officer for a
specific delivery order), a copy of the document required in (a) above shall be simultaneously
provided to the Agency Contracting Officer for the office administering the delivery order, as
identified in Section G of the delivery order, or if none, to the Contracting Officer for this contract,
identified in Section G of this contract.

D.4 DELIVERY AND STORAGE

The contractor shall properly store, adequately protect and carefully handle all equipment and
materials to prevent damage. Delivery orders may specify any special State and local or agency-
specific requirements for hazardous waste handling, storage, shipping and disposal as required for
known or anticipated generation of hazardous waste. (See Provision C.16, "Disposal,” in
Description / Specifications/ Statement of Work at Section C.)
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E.2

E.3

SECTION E - INSPECTION AND ACCEPTANCE

INSPECTION

Inspection of all items and services shall be accomplished by the DOE Contracting Officer's
Representative (COR) for the contract, or the COR designated by the ordering agency in a specific
delivery order, or their duly designated representatives, and will be conducted in accordance with
the provisions and clauses of this section.

ACCEPTANCE

Acceptance of all work and effort under this contract or any delivery order issued against it
(including Reporting Requirements if any) shall be accomplished by the Agency Contracting Officer
for a specific delivery order, or any duly designated representative.

52.246-12  INSPECTION OF CONSTRUCTION - FIXED PRICE (AUG 1996)
(a) Definition.

"Work" includes, but is not limited to, materials, workmanship, and manufacture and
fabrication of components.

(b) The Contractor shall maintain an adequate inspection system and perform such
inspections as will ensure that the work performed under the contract conforms to contract
requirements. The Contractor shall maintain complete inspection records and make them
available to the Government. All work shall be conducted under the general direction of the
Contracting Officer and is subject to Government inspection and test at all places and at all
reasonable times before acceptance to ensure strict compliance with the terms of the

contract.
(c) Government inspections and tests are for the sole benefit of the Government and do not:

Q) Relieve the Contractor of responsibility for providing adequate quality control
measures;

2) Relieve the Contractor of responsibility for damage to or loss of the material before
acceptance;

3) Constitute or imply acceptance; or

4) Affect the continuing rights of the Government after acceptance of the completed

work under paragraph (i) below.

(d) The presence or absence of a Government inspector does not relieve the Contractor from
any contract requirement, nor is the inspector authorized to change any term or condition
of the specification without the Contracting Officer's written authorization.

(e) The Contractor shall promptly furnish, at no increase in contract price, all facilities, labor,
and material reasonably needed for performing such safe and convenient inspections and
tests as may be required by the Contracting Officer. The Government may charge to the
Contractor any additional cost of inspection or test when work is not ready at the time
specified by the Contractor for inspection or test, or when prior rejection makes re-
inspection or retest necessary. The Government shall perform all inspections and tests in
a manner that will not unnecessarily delay the work. Special, full size, and performance
tests shall be performed as described in the contract.

4] The Contractor shall, without charge, replace or correct work found by the Government not
to conform to contract requirements, unless in the public interest the Government consents
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(h)

0)

to accept the work with an appropriate adjustment in contract price. The Contractor shall
promptly segregate and remove rejected material from the premises.

If the Contractor does not promptly replace or correct rejected work, the Government may:

(1) by contract or otherwise, replace or correct the work and charge the cost to the
Contractor; or

2) terminate for default the Contractor's right to proceed.

If, before acceptance of the entire work, the Government decides to examine already
completed work by removing it or tearing it out, the Contractor, on request, shall promptly
furnish all necessary facilities, labor, and material. If the work is found to be defective or
non-conforming in any material respect due to the fault of the Contractor or its
subcontractors, the Contractor shall defray the expenses of the examination and of
satisfactory reconstruction. However, if the work is found to meet contract requirements,
the Contracting Officer shall make an equitable adjustment for the additional services
involved in the examination and reconstruction, including, if completion of the work was
thereby delayed, an extension of time.

Unless otherwise specified in the contract, the Government shall accept, as promptly as
practicable after completion and inspection, all work required by the contract or that portion
of the work the Contracting Officer determines can be accepted separately. Acceptance
shall be final and conclusive except for latent defects, fraud, gross mistakes amounting to
fraud, or the Government's rights under any warranty or guarantee.

INSPECTION AND ACCEPTANCE OF INSTALLED ECMs

Each delivery order will include specific inspection and acceptance criteria pertinent to the ECMs

covered by the delivery order. The following general inspection and acceptance requirements shall
apply to each delivery order, unless otherwise indicated in the order:

@

(b)

(©)

(d)

52.246-4

CY

(b)

The Government and contractor shall jointly inspect ECMs. Inspections will be conducted
simultaneously, when possible, by both the Government and contractor representatives to
facilitate mutual agreement on satisfactory delivery order performance.

The contractor shall notify the Agency Contracting Officer fifteen (15) working days in
advance of installation completion (or such other notification period as may be specified in
a delivery order) by submitting a written request for inspection. The request shall identify
the location, describe the ECMs installed, schedule testing for verifying energy/cost
savings performance, and recommend dates for inspection (if any).

The Government shall provide written notification to the contractor of scheduled date and
time for Government inspection within ten (10) working days after receipt of inspection
notification and request (or such other period as may be specified in delivery order).

Each delivery order may include additional agency-specific or site-specific
inspection and acceptance requirements. The contractor shall review each
delivery order to determine the recommended applicable inspection and
acceptance requirements for that delivery order.

INSPECTION OF SERVICES - FIXED-PRICE =~ (AUG 1996)
Definitions.

"Services," as used in this clause, includes services performed, workmanship, and material
furnished or utilized in the performance of services.

The Contractor shall provide and maintain an inspection system acceptable to the
Government covering the services under this contract. Complete records of all inspection
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(©)

(d)

(e

®

work performed by the Contractor shall be maintained and made available to the
Government during contract performance and for as long afterwards as the contract
requires.

The Government has the right to inspect and test all services called for by the contract, to
the extent practicable at all times and places during the term of the contract. The
Government shall perform inspections and tests in a manner that will not unduly delay the
work.

If the Government performs inspections or tests on the premises of the Contractor or a
subcontractor, the Contractor shall furnish, and shall require subcontractors to furnish, at

no increase in contract price, all reasonable facilities and assistance for the safe and
convenient performance of these duties.

If any of the services do not conform with contract requirements, the Government may
require the Contractor to perform the services again in conformity with contract
requirements, at no increase in contract amount. When the defects in services cannot be
corrected by reperformance, the Government may:

(1) require the Contractor to take necessary action to ensure that future performance
conforms to contract requirements; and

(2) reduce the contract price to reflect the reduced value of the services performed.

If the Contractor fails to promptly perform the services again or to take the necessary
action to ensure future performance in conformity with contract requirements, the
Government may:

Q) by contract or otherwise, perform the services and charge to the Contractor any
cost incurred by the Government that is directly related to the performance of such
service; or

2) terminate the contract for default.

52.246-20 WARRANTY OF SERVICE (APR 1984)

@

(b)

(©

(d)

Definitions:

"Acceptance," as used in this clause, means the act of an authorized representative of the
Government by which the Government assumes for itself, or as an agent of another, or
approves specific services, as partial or complete performance of the contract.
"Correction," as used in this clause, means the elimination of a defect.

Notwithstanding inspection and acceptance by the Government or any provision concerning
the conclusiveness thereof, the Contractor warrants that all services performed under this
contract will, at the time of acceptance, be free from defects in workmanship and conform
to the requirements of this contract. The Contracting Officer shall give written notice of any
defect or nonconformance to the Contractor within 30 days from the date the defect or non-
conformance is detected by the Government. This notice shall state either (1) the
Contractor shall correct or reperform any defective or nonconforming services, or (2) that
the Government does not require correction or reperformance.

If the Contractor is required to correct or reperform, it shall be at no cost to the
Government, and any services corrected or reperformed by the Contractor shall be subject
to this clause to the same extent as work initially performed. If the Contractor fails or
refuses to correct or reperform, the Contracting Officer may, by contract or otherwise,
correct or replace with similar services and charge to the Contractor the cost occasioned
to the Government thereby, or make an equitable adjustment in the contract price.

If the Government does not require correction or reperformance, the Contracting Officer
shall make an equitable adjustment in the contract price.
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SECTION F - DELIVERIES OR PERFORMANCE

PERIOD OF PERFORMANCE OF INDEFINITE DELIVERY/INDEFINITE QUANTITY (IDIQ)
CONTRACT, OPTION, AND DELIVERY ORDERS

The contractor shall be required to commence work under this contract only upon issuance of
delivery orders against it. The contractor shall be required to commence work on specific delivery
orders within the number of days specified in the delivery order, once the contractor has received a
notice to proceed. The contractor shall then prosecute the work diligently and complete the
installation of all ECMs in accordance with the schedule established in the delivery order.

F1.1 Base Contract Term:

The IDIQ contract term shall consist of a maximum basic performance period of five (5)
years from date of contract award, with an ordering period for placement of delivery orders
beginning on the date of contract award through October 1, 2003. (See Section B.4 for
additional information on the ordering period.)

F.1.2 Option Term:

The IDIQ option term shall consist of a maximum basic performance period of five (5) years
from date the option is exercised, with an ordering period for placement of delivery orders
beginning on the date the option is exercised through October 1, 2003. (See Section B.4
for additional information on the ordering period.)

F.1.3 Delivery Order Term:

The delivery order term shall be specified in each delivery order. The delivery order term is
comprised of the installation time for all ECMs after award as indicated on Schedule DO-1
(Final) (in months), and the energy savings performance period as indicated on Schedule
DO-1 (Final) (in years). (See Part lll, Section J, Attachment 3 for these DO Schedules.) In
no event shall a delivery order's term exceed twenty-five (25) years.

PRINCIPAL PLACE OF PERFORMANCE
The principal place of performance will be specified in each delivery order.
DELIVERABLES

There are no specific contractor deliverables for this contract. The contractor shall, however, be
required to submit the deliverables specified in the Reporting Requirements included in each
specific delivery order, in accordance with the instructions contained in them, as well as in
accordance with the provisions in Section D of this contract. (As also indicated in Section B.1, a
Sample Reporting Requirements Checklist for Delivery Orders is contained in Part Ill, Section J,
Attachment 4 to this contract.)
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SECTION G - CONTRACT ADMINISTRATION DATA

CONTRACT ADMINISTRATION FOR THE GOVERNMENT

@

(b)

ADMINISTRATION OF THE CONTRACT: Administration of this contract shall be
accomplished by the following DOE representatives:

1. Contract Specialist: The Contract Specialist for this contract is John R. Columbia,
telephone no.: (412) 386-6144; fax no.: (412) 386-6137.

The contractor shall use the DOE Contract Specialist as the focal point for all
matters regarding this contract except technical matters.

2. Contracting Officer's Representative (COR): The COR for this contract is
Bill Klebous, telephone no.: (212) 264-0691

The contractor shall use the COR as the focal point for all technical matters
ONLY.

All correspondence, other than technical correspondence, shall be addressed to the
Contract Specialist, with information copies to other Government personnel as appropriate.
All technical correspondence, excluding correspondence where patent or technical data
issues are involved or which proposes or otherwise involves waivers, deviations, or
modifications to the requirements, terms, or conditions of the contract, may be addressed
to the COR, with informational copies to the Contract Specialist.

ADMINISTRATION OF DELIVERY ORDERS: Administration of delivery orders issued
against this contract shall be accomplished by the Agency Contracting Officer and Agency
COR, and any other individuals as appropriate, identified in each delivery order by the
ordering agency contracting office.

INVOICING INSTRUCTIONS

The Contractor shall submit invoices in accordance with the specific instructions provided in each
delivery order issued against this contract. These instructions will vary by ordering agency, and will
include invoice format, invoice contents and any attachments or enclosures, submission and
addressing instructions, etc. Included with each invoice will be ECM performance data as required
by the site-specific M&V Plan.

START OF INVOICE SUBMITTALS FOR DELIVERY ORDER PROJECTS

@

(b)

The contractor may submit invoices for ECM payments when all ECMs have been
installed, and accepted, unless otherwise specified in the delivery order. The Agency COR
for the specific delivery order shall make the determination of whether the ECMs have
performed in a satisfactory manner for the 30 day period.

The contractor will receive monthly payments based on the annual fixed payment
schedule, as established in each delivery order [column (c) of Schedule DO-1 (Final)]. Any

credits becoming due to the Government may be applied against contractor's subsequent
invoices, with appropriate information attached.

PAYMENT TO THE GOVERNMENT FOR GUARANTEED SAVINGS SHORTFALL

Contractor failure to achieve guaranteed annual cost savings that meet or exceed values specified
in Schedule DO-1 (Final) or DO-1A (Final), column (b) for a specific delivery order will result in
overpayment of negotiated contractor annual payments. A guaranteed savings performance
shortfall will be established from invoices and the annual ECM performance verification report.
Reimbursement of the Government overpayment of annual contractor payments due to annual cost
savings shortfall shall be made by deductions from the contractor's future invoice(s). The
Government may also adjust the next year's monthly contractor payments downward to meet the

31



projected annual cost savings level established by the annual ECM performance verification M&V
documentation. If monthly contractor payments are adjusted, they will be restored when the
contractor can provide evidence that the cause of energy cost savings shortfall has been corrected
and ECM performance for the following year will meet or exceed the guaranteed level in Schedule
DO-1 (Final) or DO-1A (Final), column (b). This remedy is in addition to any other remedy the
Government may have under the contract or under the law, including its right to terminate for
default.
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SECTION H - SPECIAL CONTRACT REQUIREMENTS

CANCELLATION OF ITEMS

@

(b)

(©

(d)

(e)

®

@

Cancellation, as used in this clause, means that the Government is canceling its
requirements for all items in program years subsequent to that in which notice of
cancellation is provided. Cancellation shall occur, by the date or within the time period
specified in the Schedule, (unless a later date is agreed to) if the Contracting Officer (1)
notifies the Contractor that funds are not available for contract performance for any
subsequent program year or (2) fails to notify the Contractor that funds are available for
performance of the succeeding program year requirement.

Except for cancellation under this clause or termination under the Default clause, any
reduction by the Contracting Officer in the requirements of this contract shall be considered
a termination under the Termination for Convenience of the Government clause.

If cancellation under this clause occurs, the Contractor will be paid a cancellation charge
not greater than the cancellation ceiling specified in Schedule DO-5, and as applicable at
the time of cancellation.

The cancellation charge will cover only (1) costs (i) incurred by the prime contractor and/or
subcontractor(s); (ii) reasonably necessary for performance of the contract; and (iii) that
would have been equitably amortized in the unit prices for the entire multiyear contract
period but, because of the cancellation, are not so amortized; and (2) a reasonable profit
on the costs.

The cancellation charge shall be computed and the claim made for it as if the claim were
being made under the Termination for Convenience of the Government clause of this
contract. The Contractor shall submit the claim promptly but no later than 1 year from the
date (1) of notification of the nonavailability of funds, or (2) specified in the Schedule by
which notification of the availability of additional funds for the next succeeding program year
is required to be issued, whichever is earlier, unless extensions in writing are granted by
the Agency Contracting Officer.

The Contractor's claim may include -

(1) Reasonable nonrecurring costs which are applicable to and normally would have
been amortized in all items to be furnished under the multiyear requirements;

2) Allocable portions of the costs of facilities acquired or established for the conduct
of the work, to the extent that it is impracticable for the Contractor to use the
facilities in its commercial work and if the costs are not charged to the contract
through overhead or otherwise depreciated;

3) Costs incurred for the assembly, training, and transportation to and from the job
site of a specialized work force; and

4) Costs not amortized by the unit price solely because the cancellation had
precluded anticipated benefits of Contractor or subcontractor learning.

The claim shall not include -

1) Labor, material, or other expenses incurred by the Contractor or subcontractors for
performance of the canceled work;

2) Any cost already paid to the Contractor;
3) Anticipated profit on the canceled work; or
4) For service contracts, the remaining useful commercial life of facilities. Useful

commercial life means the commercial utility of the facilities rather than their
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physical life with due consideration given to such factors as location of facilities,
their specialized nature, and obsolescence.

H.2 CONFIDENTIALITY OF INFORMATION

(a) To the extent that the work under this contract requires that the Contractor be given
access to confidential or proprietary business, technical, or financial information belonging
to the Government or other companies, the Contractor shall, after receipt thereof, treat
such information as confidential and agree not to appropriate such information to its own
use or to disclose such information to third parties unless specifically authorized by the
Contracting Officer in writing. The foregoing obligations, however, shall not apply to:

Q) Information which, at the time of receipt by the Contractor, is in the public domain;

2) Information which is published after receipt thereof by the Contractor or otherwise
becomes part of the public domain through no fault of the Contractor;

3) Information which the Contractor can demonstrate was in his possession at the

time of receipt thereof and was not acquired directly or indirectly from the
Government or other companies;

(4) Information which the Contractor can demonstrate was received by it from a third
party who did not require the Contractor to hold it in confidence.

(b) The Contractor shall obtain the written agreement, in a form satisfactory to the Contracting
Officer, of each employee permitted access, whereby the employee agrees that he will not
discuss, divulge or disclose any such information or data to any person or entity except
those persons within the Contractor's organization directly concerned with the performance
of the contract.

(c) The Contractor agrees, if requested by the Government, to sign an agreement identical, in
all material aspects, to the provisions of this clause, with each company supplying
information to the Contractor under this contract, and to supply a copy of such agreement
to the Contracting Officer. From time to time upon request of the Contracting Officer, the
Contractor shall supply the Government with reports itemizing information received as
confidential or proprietary and setting forth the company or companies from which the
Contractor received such information.

(d) The Contractor agrees that upon request by DOE it will execute a DOE-approved
agreement with any party whose facilities or proprietary data it is given access to or is
furnished, restricting use and disclosure of the data or the information obtained from the
facilities. Upon request by DOE, such an agreement shall also be signed by Contractor
personnel.

(e) This clause shall flow down to all subcontracts.
H.3 REPRESENTATIONS, CERTIFICATIONS AND OTHER STATEMENTS OF THE OFFEROR
The Representations, Certifications and Other Statements of the Offeror for this contract, dated

[date to be inserted at award], are hereby incorporated by reference. They are located in the
official contract file for the award.

Additional Representations and Certifications may be required by the Agency Contracting Officer for
specific delivery order awards.

H.4 TECHNICAL DIRECTION
(a) Performance of the work under this contract shall be subject to the technical direction of
the DOE Contracting Officer's Representative (COR) identified elsewhere in this contract, or

to that of the Agency COR for each delivery order issued against the contract. The term
"technical direction" is defined to include:
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1) Directions to the Contractor which redirect the contract effort, shift work emphasis
between work areas or tasks, required pursuit of certain lines of inquiry, fill in
details or otherwise serve to accomplish the contractual Statement of Work.

2) Provision of written information to the Contractor which assists in the interpretation
of drawings, specifications or technical portions of the work description.

3) Review and, where required by the contract, approval of technical reports,
drawings, specifications and technical information to be delivered by the Contractor
to the Government under the contract.

Technical direction must be within the scope of work stated in the contract. The COR
does not have the authority to, and may not, issue any technical direction which:

1) Constitutes an assignment of additional work outside the Statement of Work;

2) Constitutes a change as defined in the contract clause entitled "Changes";

) Causes an increase or decrease in the total price or the time required for contract
performance;

(4) Changes any of the expressed terms, conditions or specifications of the contract;
or

(5) Interferes with the Contractor's right to perform the terms and conditions of the
contract.

All technical directions shall be issued in writing by the COR.

The Contractor shall proceed promptly with the performance of technical directions duly
issued by the COR in the manner prescribed by this article and within his authority under
the provisions of this clause. If, in the opinion of the Contractor, any instruction or direction
by the COR falls within one of the categories defined in (b)(1) through (5) above, the
Contractor shall not proceed but shall notify the Contracting Officer in writing within five (5)
working days after receipt of any such instruction or direction and shall request the
Contracting Officer to modify the contract accordingly. Upon receiving the notification from
the Contractor, the Contracting Officer shall:

1) Advise the Contractor in writing within thirty (30) days after receipt of the
Contractor's letter that the technical direction is within the scope of the contract
effort and does not constitute a change under the "Changes" clause of the
contract;

(2) Advise the Contractor within a reasonable time that the Government will issue a
written change order.

A failure of the Contractor and Contracting Officer to agree that the technical direction is
within the scope of the contract, or a failure to agree upon the contract action to be taken
with respect thereto shall be subject to the provisions of the clause entitled "Disputes
Alternate I" of the contract.

MODIFICATION AUTHORITY (APR 1984)

Notwithstanding any of the other provisions of this contract, the Contracting Officer shall be the only
individual authorized to:

(a)
(b)
(©)

accept nonconforming work;
waive any requirement of this contract, or
modify any term or condition of this contract.

35



H.6

H.7

H.8

H.9

H.10

RIGHTS TO PROPOSAL DATA

Pursuant to the Section | clause entitled "RIGHTS TO PROPOSAL DATA" the following portions of
the contractor's proposal is listed as proprietary data (The offeror shall insert as indicated below):

Contractor's proposal dated: [date to be inserted at award, if applicable]

Page numbers of proprietary data within the Contractor's proposal: [to be inserted at award if
applicable]

GOVERNMENT PROPERTY REGULATIONS

The contractor and its employees shall be knowledgeable of and observe all Government property
regulations, posted or otherwise, at the site where performance occurs for specific delivery order
projects. A copy of the applicable agency regulations for the specific project site will be provided,
upon contractor request, by the Agency COR for the project.

RESPONSIBILITY FOR LOSS OR DAMAGE TO CONTRACTOR PROPERTY

Except to the extent that the Government, on a delivery order basis, assumes responsibility for
damage to contractor owned property resulting from Government maintenance and operations of
contractor owned equipment the Government shall be responsible for loss or damage to the
property of the Contractor and its employees only to the extent authorized by the Federal Tort
Claims Act.

CONTRACTOR EMPLOYEES

(a) Upon receipt of notice of award of the IDIQ contract and upon receipt of notice of award for
each delivery order, the contractor shall provide the Agency Contracting Officer for the
delivery order, or the Agency Contracting Officer's designated representative, with the
name(s) of the responsible supervisory person(s) authorized to act for the contractor.

(b) The contractor shall furnish sufficient personnel to perform all work specified within the
delivery order.

(c) Contractor employees shall conduct themselves in a proper, efficient, courteous, and
businesslike manner.

(d) The contractor shall remove from the site any individual whose continued employment is
deemed by the Agency Contracting Officer or the Agency Contracting Officer's designated
representative to be contrary to the public interest or inconsistent with the best interests of
Government business or national security.

(e) No employee or representative of the Contractor will be admitted to the work site unless
that employee furnishes satisfactory proof that he/she is a citizen of the United States.

SECURITY REQUIREMENTS

(a) Passes and Badges: All contractor employees shall obtain employee and vehicle
passes and badges as required by the agency for the specific delivery order project site.
The contractor will, prior to the start of on-site work, submit to the Agency Contracting
Officer for the delivery order, or the Agency Contracting Officer's designated representative,
an estimate of the number of employees expected to be utilized at any one time on the
delivery order. The Government will issue badges without charge. When an employee
leaves the contractor's service, the employee's pass and badge shall be returned within
Ten (10) days.

(b) Contractor Vehicles: Each contractor vehicle shall display the contractor's name such

that it is clearly visible. Contractor vehicles shall, at all times, display a valid state license
plate and safety inspection sticker.
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(c) Contractor Access to Buildings:

Q) It shall be the contractor's responsibility, through the Agency Contracting Officer or
the Agency Contracting Officer's designated representative, to obtain access to
buildings on the delivery order project site, as necessary, and arrange for the
buildings to be opened and closed for the following:

i For minor work of two hours or less duration, the contractor shall contact
the building manager and security organization.

ii. For major work, defined as work in excess of two hours duration, and/or
work that will create dust or noise, the contractor shall contact the Agency
Contracting Officer or the contracting officer's designated representative at
least one week in advance of the start of the work. The contractor must
provide a description of the work, the number of workers required, and
duration of the work.

2) Keys may be issued to the contractor; however, it shall be the contractor's
responsibility to make adequate arrangements for security of the building at the
end of each work day. The contractor shall be responsible for the cost of replacing
any keys that are furnished to and lost by its employees. If the Agency
Contracting Officer or the Agency Contracting Officer's designated representative
decides that a lock must be replaced because of the loss of a key by the
contractor's employee(s), the contractor shall pay the cost of that replacement.
Similarly, the contractor shall pay the cost of changing a combination if the
contracting officer or the Agency Contracting Officer's designated representative
has reasonable cause to assume that the combination has been compromised.

) Access to tenant command spaces must be scheduled with the Agency
Contracting Officer or the contracting officer's designated representative at least
ten (10) days in advance. Notice must include names of employees to be
admitted, expected arrival time, and visit duration. Buildings that require an escort
will be identified in the solicitation for a specific project. All access will be during
normal working hours, Monday through Friday, as specified in the delivery order.

(d) Contractor Access to secure areas:

Certain areas of a project site may require that the contractor and its employees have an
escort, and/or place limits on the days and times that the contractor and its employees
may work in these areas